31/2"
BURY

CONCRETE

(SEE BELOW)

SAMPLING STATION
THE KUPFERLE FOUNDRY CO. ECLIPSE NO. 88
) (TO BE SUPPLIED BY CONTRACTOR AND
1 INSTALLED BY TIGARD WATER DISTRICT)

WITH 1/4" BALL VALVE IN PLACE OF 1/4”
PET COCK ON VENT.

BRASS STANDPIPE

/ LID 910—-C STYLE
| !

g

| . 1)_0”_>

SLAB !

6" ASTM 3034 PVC PIPE

3/4” BALL CURB VALVE W/
COMPRESSION ENDS
MUELLER B—25209-3

3/4” AWWA x COMPRESSION
CORPORATION STOP
MUELLER H-15008

3/4" K=SOFT
, COPPER (DOMESTIC)
3/4” COMPRESSION x MIPT

90" ELBOW

MUELLER H—155831

SAMPLING STATION

CITY OF TIGARD

OREGON
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